
RCO-view basic training 
Integration and use of the BMS Controlesta RCO-view.


DURATION AND VENUE: 
The training takes 2 days, starting at 9:00 to 17:00.

It takes place in our training center, August-Borsig-Strasse 9 in 78467 Konstanz Germany.


REQUIREMENTS: 
A general knowledge of HVAC applications as well as a solid understanding of Windows 10 PCs.

Participation in the basic RCO-tool is presupposed.

You don’t need any hard- or software of your own.


TOPICS: 
BMS RCO-view

- Installation and configuration


- System requirements 

- Communication channels


- RCO-view Server

- Setup 

- Printers, eMail

- Alarms

- Scheduled commands 

- Network

- Log-Files


- RCO-View Web

- Programming


- General setup

- Access and user management 

- Widget library (operating elements)

- Creation of pages


- Alarmhandling

- Event-logs

- Historical data / trendlogs


We are looking forward to your visit!
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